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PRIMED GALVANIZED STEEL JACK FLASHING,
INSTALLED IN A LAYER OF ROOF CEMENT
OVER THE FIELD BASE / INTERPLY

FIELD CAP SHEET FULLY
ADHERED TO THE
STRIPPING PLIES AND
FIELD BASE / INTERPLY
SYSTEM

FIELD BASE / INTERPLY INSTALLED OVER THE
INSULATION / COVER BOARD AND WOOD NAILER
OR ROOF SUBSTRATE AND TIGHT TO THE PIPE
PENETRATION.

3"

SEALANT

3"

1 OR 2 STRIPPING PLIES (DEPENDENT ON
TYPE OF PLY) INSTALLED OVER PRIMED
LEAD FLASHING, FEATHERED, AND
EXTENDING PAST THE UNDERLYING SHEET
OR FLASHING A MIN. OF 3".

CORROSION-RESISTANT
ROOFING NAILS
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STORM COLLAR
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