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NOTES:

 -FLASHING AGAINST THE HEADWALL SHOULD BE COUNTER-FLASHED A

MINIMUM OF 2" WITH HOUSE WRAP OR OTHER FLASHING AND THEN

COVERED WITH THE FINISH WALL CLADDING.

 -LAPS IN THE HEADWALL FLASHING SHOULD BE 3" MINIMUM AND THE

OVERLAPPING END SET IN A DOUBLE BEAD OF SEALANT.

INSTALL GASKETED FASTENERS

APPROX. 18" O.C. DEPENDING ON

WIND ZONE AND LOCAL CONDITIONS

UNDERLAYMENT

TURNED UP WALL

3" MINIMUM

SHEET-METAL HEADWALL

FLASHING

(HEMMED EDGE OPTIONAL)

SEALANT

EXTERIOR CLADDING

HOUSE WRAP


